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Revidering meadelande:

Denna ritning ar inte den senaste versionen. Mindre éndringar
géllande komponeter kan forvantas, men paverkan pa
funktionen &r forsumbar. Uppdaterad ritning forvéntas i
November 2023.

Generdl information:

Power consumtion 230 VAC, 50Hz, 6A

5 1 KND549 Confrol card

L 1 KND530 Shower head, stainless steel
3 1 KND532 Pull rod, stainless steel

2 1 KNDS540-100 Pull rod for disabled person
1 1 KND547 Emergency sign, shower
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Emergency shower 3892

Insulated and heated emergency shower
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