M—EMERGENCY SHOWERS]

KN1724P

WALL MOUNTED EYE/FACE WASH WITH FOUR GS PLUS SPRAY HEADS, ABS PLASTIC BOWL

AND STAY-OPEN BALL VALVE
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UNITS (EXCEPT THOSE WITH SELF—CLOSING VALVES) COMPLY WITH THE REQUIREMENTS OF ANS| Z358.1.
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Revidering meddelande:

Denna ritning &r inte den senaste versionen. Mindre andringar
géllande komponeter kan forvéntas, men paverkan pa
funktionen &r forsumbar. Uppdaterad ritning forvéntas i
November 2023.

TEST ALL EMERGENCY EQUIPMENT AT LEAST WEEKLY.
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